
57. Combustion turbine exhaust system shall include the safety features of Section	 8.11 of 
NFPA 85. 

58. The ammonia storage containers shall meet the ASME Boiler and Pressure Vessel Code. 

59. Clarify whether ammonia is anhydrous or aqueous. 

60.Although the ammonia tank (12,000 gallon) is existing, safety and fire protection features 
need to be reviewed and appropriately addressed. The additional CTG will likely require 
more frequent filling of the ammonia storage tank. A thorough review of the eXisting 
ammonia storage and delivery system and the new CTG operation needs to be completed to 
ensure compatibility and safety. Any necessary upgrades and improvements should be 
completed at this time. 

ADDITIONAL COMMENTS ON THE FIRE DESIGN MITIGATION PLAN 

61.lt is not clear how the CLASSIFICATION OF HAZARD OF CONTENTS section in the Fire 
Design Mitigation Plan is being used in determining fire prevention and fire protection criteria 
for the facility. 

62. The DEFINITION OF FIRE RISK AREAS section in the Fire Design Mitigation Plan needs to 
be expanded to determine describe which areas are classified into each category. It is not 
clear how this information was used to determine the selection of the appropriate fire 
protection. This section defines the categories but does not indicate which portions of the 
plant or which equipment is classified. However it generally states how this is used to select 
protection. 

63. The	 HAZARDOUS CLASSIFICATIONS (CLASSIFIED ELECTRICS) section in the Fire 
Design Mitigation Plans needs additional analysis and detail. It is not clear which areas are 
classified. Provide a diagrammatic representation of classified areas. Fire Design Mitigation 
Plan indicates (defines) how NFPA 497 defines some areas as unclassified, however NFPA 
497 does not apply. 

64.A	 more complete report of HAZARDS OF MATERIALS will be required including 
classification of materials and quantities for all hazardous materials. 

65.IN SECTION 4.0 ACTIVE FIRE PROTECTION MEASURES AND SYSTEM 
DESCRIPTIONS: Section 4.1 GENERAL: This references "automatic" fire protection 
systems, but only describes manual fire protection systems. It should Jist automatic systems, 
and correctly classify manual systems. 

66. The Main Fire Alarm Control Panel (MFACP) needs to	 be monitored by a listed Central 
Station Monitoring company. 

67. The description of the MFACP needs to include monitoring of automatic sprinkler system 
waterflow. 
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INTERVENORS 

California Unions for Reliable Energy 
(CURE) ENERGY COMMISSION 
c/o Marc D. Joseph 
Gloria Smith Jackalyne Pfannenstiel, Chair 
Suma Peesapati Commissioner and Presiding Member 
Adams Broadwell Joseph & Cardozo jpfannen@energy.state.ca.us 
601 Gateway Boulevard, Suite 1000 
South San Francisco, CA 94080 James D. Boyd, Vice Chair 
mdjoseph@adamsbroadwell.com Commissioner and Associate Member 
gsmith@adamsbroadwell.com jboyd@energy.state.ca.us 
speesapati@adamsbroadwell.com 

Raoul Renaud 
City of Chula Vista, California Hearing Officer 
c/o Charles H. Pomeroy rrenaud@energy.state.ca.us 
Caren J. Dawson 
McKenna, Long &Aldridge, LLP Chris Meyer 
444 South Flower Street Project Manager 
Los Angeles, CA 90071 cmeyer@energy.state.ca.us 
cpomeroy@mckennalong.com 
cdawson@mckennalong.com Kevin Bell 

Staff Counsel 
* Environmental Health Coalition kbell@energy.state.ca.us 
Diane Takvorian & Leo Miras 
401 Mile of Cars Way, Suite 310 Public Adviser's Office 
National City, CA 91950 pao@energy.state.ca.us 
DianeT@environmentalhealth.org 
LeoM@environmentalhealth.org 

DECLARATION OF SERVICE 

I, Maria Sergoyan, declare that on October 10,2008 I deposited copies of the attached 
Chula Vista Energy Upgrade Project (07-AFC-4) Staff's Evidentiary Exhibit # 206 in the 
United States mail at Sacramento, CA with first-class postage thereon fully prepaid and 
addressed to those identified on the Proof of Service list above. 

OR 

Transmission via electronic mail was consistent with the requirements of California 
Code of Regulations, title 20, sections 1209, 1209.5, and 1210. All electronic copies 
were sent to all those identified on the Proof of Service list above. 

I declare under penalty of perjury that the foregoing is true and correct. 

Maria Sergoyan 
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